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ABSTRACT 

                    The project is designed to minimize  penalty for industrial units  

using automatic power factor correction unit. 

                   In this proposed system, two zero crossing detectors are used for 

detecting  zero crossing of voltage and current. The time lag between the zero-

voltage pulse and zero-current pulse is duly generated by suitable operational 

amplifier circuits in comparator mode is fed to two interrupt pins of a 

microcontroller. It displays time lag between the current and voltage on an 

LCD. The program takes over to select appropriate number of relays from its 

output to bring shunt capacitors into load circuit to get the power factor till it 

reaches near unity. The capacitor bank and relays are interfaced to the 

microcontroller using a relay driver. The microcontroller used in this project 

belongs to 8051 family.  

                Furthermore, the project can be enhanced by using thyristor control 

switches instead of relay control to avoid contact pitting often encountered by 

switching of capacitors due to high in rush current.  
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صــــلـخـالمست  

صمم هذا المشروع لتقليل التكاليف الإضافية الناتجة من القيم المنخفضة لمعامل القدرة في الوحدات 

 الصناعية باستخدام التصحيح الآلي لمعامل القدرة.

في هذا النظام استخدم حساس لمنطقة عبور موجتي الجهد والتيار لتحسس التأخر في الزمن بين 

 الموجتين، هذا الزمن يتم تكبيره وتغذيته للمتحكم الدقيق ، ويتم عرض هذا التأخر في شاشة العرض.

 الموصلة بالتوازي مكثفاتامج المخزن بداخله لإختيار عدد اليقوم المتحكم الدقيق باستخدام البرن

.المناسب لجعل معامل القدرة أقرب ما يكون إلى الواحد  
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