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Abstract  
       Transformer oil is one of the most common materials used for transformers. 

The oil has two important functions. The oil need to provide cooling and 

electrical insulation for the transformer. Any deterioration in the oil can lead to 

the premature failure of the transformer. When the mineral oil is subjected to 

high thermal and electrical stress, gases are generated from the decomposition of 

the mineral oil. 

        Different type of faults will generate different gases, and the analysis of 

these gases will provide useful information about the condition of the oil and the 

identification of the type of fault in the transformer. The chemical analysis of 

these gases is called dissolved gas analysis or DGA. The DGA will require the 

removal of an oil sample from the transformer and this can be done without de-

energized of the transformer. The oil sample is analyzed in the laboratory using 

gas chromatography technique. 

      Many standards were established for assessing conditions of mineral oil 

filled transformers, such as IEC 60599 and IEEE C57.104 Among all kinds of, 

Dissolved Gas Analysis (DGA) interpretation methods listed in the above 

guide, the most comprehensive one is Duval triangle which was established by 

Michal Duval offering graphical interpretation. 

 

 

 

 

 

    

 

 



 :المُستخلص

زيوت المحولَت ىي واحدة من أكثر المواد استخداما في المحولَت، وىذا الزيت لديو وظيفتين ميمتين      

تتمثل  في: العزل الكيربائي والتبريد ، وعندما تتعرض الزيوت المعدنية للإجياد الحراري والكيربائي العالي 

ات مفيدة عن حالة الزيت وتحديد تنبعث غازات ناتجة عن تحمل الزيت، و تحميل ىذه الغازات يوفير معموم

. ويتطمب DGAنوع العطل في المحول، ويُسمى التحميل الكيميائي ليذه الغازات بتحميل الغازات المُذابو أو 

( أخذ عينة من زيت المحول وتتم ىذة العممية والمحول قيد الخدمة، وتحميل DGAتحميل الغازات الذائبة) 

 المختبر يتم بإستخدام تقنية كروماتوغرافيا الغاز.العينة المأخوذة من زيت المحول في 

 IEEEو IEC 60599ىنالك عدة معايير وضعت لمعايرة الغازات الذائبة في زيت المحول، مثل 

C57.104 . 
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