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Abstract 
The objective of this project is to control sharing of 

loads between two Generators using op-amp and 

digital electronic Circuit. If the load is 50% of the full 

load at the moment of power failure, one generator 

start up and feed the load. Also If the load is more than 

50% of the full load at the moment of power failure, 

the second generator will start up and feed the bus bar. 

Also during the sharing of loads if some parts of the 

load are taken off and the loads became50% or less, 

one of the two generators will shut down after certain 

time.  
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  الخلاصة
  

ن ھدف ال ل    ذھ ـ م ى الحم اركة ف ى المش تحكم ف روع ال ق   االمش ن طری دین ع ین مول ب

ة   دوائر الرقمی غیلي وال ر التش تخدام المكب ى    ذا. اس ار ف اع التی د انقط ل عن ان الحم ك

دود د بتغ    ،%٥٠ح د واح وم مول ل وا ذیق ة الحم ار     ذی اع التی د انقط ل عن ان الحم ك

اك  ذك. یة الحمل ذالاول لتغیعمل الملد الثانى مع المولد ،% ٥٠اكبرمن لك اذا كانت ھن

تم    % ٥٠بعض الاقسام تم ایقاف العمل بھا والحمل اصبح  دین ی او اقل فان احد المول

  .الیا  بعد فترة زمنیة محددةایقافھ  ََُُِْْ
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